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GENERAL NOTES

1. ALL PARTITIONS ARE METAL STUD FRAMED WITH GYPSUM WALL BOARD OR APPROPRIATE SUBSTRATE FOR SPECIFIED FINISH, UNLESS
NOTED OTHERWISE; REFER TO A401 & A402 FOR PARTITION TYPES AND DETAILS.

2. REFER TO G003 FOR GENERAL NOTES, ABBREVIATIONS, AND SYMBOLS; REFER TO G004 & G005 FOR GENERAL STANDARDS AND
MOUNTING HEIGHTS.

3. REFER ALSO TO LIFE SAFETY DRAWINGS FOR OCCUPANCY TYPES, FIRE RATINGS, AND EGRESS INFORMATION.
4. ALL PROPOSED GRADE ELEVATION TARGETS ARE INCLUDED FOR INFORMATION ONLY AND BASED ON (E) CONDITIONS; CONFIRM WITH

SITE/CIVIL DOCUMENTS. INFORM ARCHITECT OF ALL DISCREPANCIES BEFORE PROCEEDING.
5. AFTER COMPLETION OF LAYOUT, AND PRIOR TO INSTALLATION OF CMU AND METAL STUD FRAMING, NOTIFY ARCHITECT; ARCHITECT TO

VISUALLY REVIEW LAYOUT PRIOR TO INSTALLATION OF PARTITIONS.
6. PROVIDE CONCEALED, FIRE-RETARDANT WOOD BLOCKING AND/OR 16 GA METAL STRAP ENFORCEMENT AS REQUIRED TO PROPERLY

SECURE AND SUPPORT MILLWORK, EQUIPMENT AND OTHER WALL-SUPPORTED COMPONENTS.
7. COORDINATE INSTALLATION OF SUBSTRATE WITH FINISH MATERIALS SPECIFIED IN THESE DOCUMENTS, AND SPECIFIED BY

CONSULTANTS, INCLUDING FOOD SERVICE AND AUDIO VISUAL.
8. PROPERLY FIRE-SAFE ALL PENETRATIONS THROUGH FIRE-RATED PARTITIONS AND FLOOR SLABS.
9. DIMENSIONS ARE TO FACE OF CMU OR FACE OF GYPSUM WALL BOARD, UNLESS NOTED OTHERWISE.
10. INSTALL FRT PLYWOOD AT ALL ELECTRICAL PANELS, REFER TO ELECTRICAL DRAWINGS FOR PANEL SIZES AND LOCATIONS.
11. PROVIDE 3/4" FRT PLYWOOD BEHIND ALL MONITOR LOCATIONS.
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WATERSTOP, 3"
MIN COVERAGE

CIP REINF CONC SLAB
ON GRADE, SEE STR

200-MIL MIN BELOW-GRADE
BENTONITE GEOTEXTILE
WP LINER. SECURE TO
SUBSTRATE @ 12" OC MAX

35-MIL MIN BUTYL
SEAM TAPE

CONT 15-MIL MIN UNDERSLAB
VAPOR BARRIER, TYP

CIP REINF CONC FDN
WALL, SEE STR

100-MIL MIN BELOW-GRADE
BENTONITE WP LINER. SECURE
TO SUBSTRATE @ 12" OC MAX

WP SL

CONT 2" GRANULAR
BENTONITE CANT

SECTION OF CUT
BENTONITE WP

NOTE:

PREFAB DRAINAGE COMPOSITE W/
PERMEABLE GEOTEXTILE FILTER &
FDN DRAIN NOT SHOWN FOR CLARITY

ICF FORMWORK EA SIDE

GC TO VERIFY COMPATIBILITY OF
ADHESIVE & PRIMER W/ RIGID-BD
INS, TYP

100-MIL MIN BELOW-GRADE
BENTONITE WP LINER. SECURE
TO SUBSTRATE @ 12" OC MAX

CIP REINF CONC
FDN WALL, SEE STR

GRADE VARIES,
SEE CIVIL

CIP REINF CONC
FTG, SEE STR

CONT TERM BAR FASTENED
@ 12" OC MAX & WATER CUT-
OFF MASTIC

WATERSTOP CONT IN ALL
COLD-POUR JT'S

CONT 15-MIL MIN UNDERSLAB
VAROR BARRIER. TURN UP
FULL SLAB THICKNESS, TYP

NOTE:

PREFAB DRAINAGE COMPOSITE W/
PERMEABLE GEOTEXTILE FILTER &
FDN DRAIN NOT SHOWN FOR CLARITY

CONT 2" MIN GRANULAR
BENTONITE CANT

CONT AL TERM BAR
FASTENED @ 12" OC MAX
& WATER CUT-OFF MASTIC

XPS INS

2' - 0" MIN, TYP

GC TO VERIFY COMPATIBILITY OF
ADHESIVE & PRIMER W/ RIGID-BD INS, TYP

TYP

8" MIN

BENTOSEAL CANT

GRAVEL BASE

WATERSTOP, MIN
3" COVERAGE

BENTONITE COLLAR

WATERSTOPPAGE GRANULAR
BENTONITE MIN 1/4" THICK

NOTE:

SEE M/E/P DWG'S FOR SLAB
& WALL PENETRATIONS

2" MIN GRANULAR
BENTONITE CANT

PIPE OR CONDUIT

100-MIL MIN BELOW-GRADE
BENTONITE WP LINER.
SECURE TO SUBSTRATE @
12" OC MAX

CIP REINF CONC
FDN WALL, SEE STR

WATERSTOP, 3"
MIN COVERAGE

NOTE:

SEE M/E/P DWG'S FOR SLAB
& WALL PENETRATIONS

35-MIL MIN BUTYL
SEAM TAPE

100-MIL MIN BELOW-GRADE BENTONITE
GEOTEXTILE WP LINER, 12" WIDE STRIP
CENTERED OVER JT

FULL WIDTH ROLL OF BENTONITE
GEOTEXTILE WP LINER CENTERED
OVER JT

INT FACE OF CIP REINF
CONC WALL, SEE STR

BENTONITE 6" WIDE

EXT JT W/ INTEGRAL
WATERPROOFING

12" MIN

BENTONITE

LAP
4" MIN

CIP REINF CONC SLAB
ON GRADE, SEE STR

WATERSTOP, MIN
3" COVERAGE

NOTE:

FOR SLAB & WALL JT
LOCATIONS, SEE STR DWG'S

CIP REINF CONC SLAB
ON GRADE, SEE STR

WATERSTOP, MIN
3" COVERAGE

CONT 15-MIL MIN UNDER-
SLAB VAPOR BARRIER

COMPACT
SUBSTRATE, SEE STR

MECH FASTENERS
AS REQD BY WP MFR

CIP REINF CONC
FDN WALL, SEE STR

WATERSTOP, CONT @
ALL COLD-POUR JT'S, TYP

PREFAB DRAINAGE COMPOSITE MAT
W/ PERMEABLE GEOTEXTILE FILTER
TO FDN DRAIN WHERE SHOWN ON STR
DWG'S. LAP 4" MIN ALONG EDGES

ICF FORMWORK

100-MIL MIN BELOW-GRADE BENTONITE
GEOTEXTILE WP LINER. SECURE TO
SUBSTRATE @ 12" OC MAX

FASTEN OVERLAPS 12" MAX OC

35-MIL MIN BUTYL SEAM TAPE

6" MIN OVERLAP & STAGGER
VERT SEAMS 24" MIN

GC TO VERIFY COMPATIBILITY OF
ADHESIVE & PRIMER W/ RIGID-BD INS, TYP
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WATERPROOFING @ ELEV PIT

SCALE: NTS
5

WATERPROOFING @ FDN WALL - OUTSIDE CORNER

SCALE: NTS
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WATERPROOFING @ FOOTING

SCALE: NTS
2

WATERPROOFING @ SLAB PENETRATIONS
SCALE: NTS

4
WATERPROOFING @ WALL PENETRATIONS

SCALE: NTS
6

WATERPROOFING AT WALL & SLAB JOINTS

SCALE: NTS
7

WATERPROOFING @ TYP SLAB ON GRADE & OVERLAP
SCALE: NTS

8
WATERPROOFING @ TYP WALL ASSEMBLY & OVERLAP

SCALE: NTS
9

BELOW GRADE WATERPROOFING DIAGRAM

BELOW-GRADE WATERPROOFING NOTES:

1. SEE FLR PLANS & FDN PLANS FOR ADD'L INFO
2. EOS & BLDG OUTLINE SHOWN DIAGRAMMATICALLY & FOR REFERENCE ONLY; SEE PLANS FOR
DTL
3. SEE STR DWG'S FOR ADD'L INFO
4. COORD WP DTL'S W/ OTHER DTL'S, INCLUDING BUT NOT LIMITED TO: STR, MECH, ELEC, & PLBG
DWG'S
5. BELOW GRADE WP AREAS ARE DIAGRAMMATIC & APPROXIMATE. CONTRACTOR SHALL VERIFY
SCOPE OF WORK REQ'M IN THE FIELD WHICH MAY EXTEND BEYOND LIMIT LINES AS SHOWN
6. SEE WP MFR'S STANDARD DTL'S & SPECS FOR ADD'L INFO
7. REPRESENTATIVE DTL'S ARE BASED ON CETCO BENTONITE PRODUCTS; SEE SPECS FOR
ALTERNATIVE MFR'S & COORD DTL'S PER SELECTED MFR RECOMMENDATIONS
8. GC TO VERIFY COMPATIBILITY OF BENTONITE ADHESIVE & PRIMER W/ RIGID-BD INS, TYP
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1. ALL PARTITIONS ARE METAL STUD FRAMED WITH GYPSUM WALL BOARD OR APPROPRIATE SUBSTRATE FOR SPECIFIED FINISH, UNLESS
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2. REFER TO G003 FOR GENERAL NOTES, ABBREVIATIONS, AND SYMBOLS; REFER TO G004 & G005 FOR GENERAL STANDARDS AND
MOUNTING HEIGHTS.

3. REFER ALSO TO LIFE SAFETY DRAWINGS FOR OCCUPANCY TYPES, FIRE RATINGS, AND EGRESS INFORMATION.
4. ALL PROPOSED GRADE ELEVATION TARGETS ARE INCLUDED FOR INFORMATION ONLY AND BASED ON (E) CONDITIONS; CONFIRM WITH

SITE/CIVIL DOCUMENTS. INFORM ARCHITECT OF ALL DISCREPANCIES BEFORE PROCEEDING.
5. AFTER COMPLETION OF LAYOUT, AND PRIOR TO INSTALLATION OF CMU AND METAL STUD FRAMING, NOTIFY ARCHITECT; ARCHITECT TO

VISUALLY REVIEW LAYOUT PRIOR TO INSTALLATION OF PARTITIONS.
6. PROVIDE CONCEALED, FIRE-RETARDANT WOOD BLOCKING AND/OR 16 GA METAL STRAP ENFORCEMENT AS REQUIRED TO PROPERLY

SECURE AND SUPPORT MILLWORK, EQUIPMENT AND OTHER WALL-SUPPORTED COMPONENTS.
7. COORDINATE INSTALLATION OF SUBSTRATE WITH FINISH MATERIALS SPECIFIED IN THESE DOCUMENTS, AND SPECIFIED BY

CONSULTANTS, INCLUDING FOOD SERVICE AND AUDIO VISUAL.
8. PROPERLY FIRE-SAFE ALL PENETRATIONS THROUGH FIRE-RATED PARTITIONS AND FLOOR SLABS.
9. DIMENSIONS ARE TO FACE OF CMU OR FACE OF GYPSUM WALL BOARD, UNLESS NOTED OTHERWISE.
10. INSTALL FRT PLYWOOD AT ALL ELECTRICAL PANELS, REFER TO ELECTRICAL DRAWINGS FOR PANEL SIZES AND LOCATIONS.
11. PROVIDE 3/4" FRT PLYWOOD BEHIND ALL MONITOR LOCATIONS.
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GENERAL NOTES:

1. ALL INT PTN'S ARE TO BE PTN TYPE G3A UNO.
REFER TO A401 & A402 FOR PTN TYPES &
DTL'S

2. INT MAS PTN'S ARE TO BE 6" CMU UNO
3. REFER TO G005 FOR DEVICE CONFIGURATION

& TYP MTG HGT'S. COORD DEVICES W/ MECH
& ELEC, INCLUDING INT & EXT ELEV'S. WHEN
DEVICE CONFIGURATION IS NOT CALLED OUT,
USE STD MTG

4. AT RECEIVING AND INSPECTION ROOM 1C17,
WALLS WILL EXTEND FROM TRUE FLOOR TO
TRUE CEILING AND ALL JOINTS WILL BE
SEALED. DOORS BETWEEN THIS ROOM AND
ADJACENT SPACES WILL REQUIRE GASKETS
OR WEATHERSTRIPPING TO MINIMIZE
LEAKAGE.
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GENERAL NOTES:

1. ALL INT PTN'S ARE TO BE PTN TYPE G3A UNO.
REFER TO A401 & A402 FOR PTN TYPES &
DTL'S

2. INT MAS PTN'S ARE TO BE 6" CMU UNO
3. REFER TO G005 FOR DEVICE CONFIGURATION

& TYP MTG HGT'S. COORD DEVICES W/ MECH
& ELEC, INCLUDING INT & EXT ELEV'S. WHEN
DEVICE CONFIGURATION IS NOT CALLED OUT,
USE STD MTG

4. AT RECEIVING AND INSPECTION ROOM 1C17,
WALLS WILL EXTEND FROM TRUE FLOOR TO
TRUE CEILING AND ALL JOINTS WILL BE
SEALED. DOORS BETWEEN THIS ROOM AND
ADJACENT SPACES WILL REQUIRE GASKETS
OR WEATHERSTRIPPING TO MINIMIZE
LEAKAGE.
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SCALE:  1/8" = 1'-0"

LEVEL 1 FLOOR PLAN - AREA 'F'1

2'

SCALE AT FULL SIZE: 1/8" = 1'-0"

0 4' 8' 16' 32'

PLAN
NORTH

KEY PLAN:

F

NOTE:   ATHLETIC LOCKER TYPES AND
CONFIGURATIONS ARE AS FOLLOWS:

WOMEN
MTL-1, 240 EA.
ST2-2, 40 EA.

MEN
MTL-1, 305 EA.
ST2-1, 44 EA.

MTL-1: 5-TIER METAL LOCKERS, 15" DEEP,
12" WIDE, 72" HIGH

ST2-1: 1-TIER METAL LOCKERS, 24" DEEP,
24" WIDE, 76" HIGH

ST2-2: 1 TIER METAL LOCKERS, 15" DEEP,
18" WIDE, 72" HIGH
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GENERAL NOTES:

1. COORD DWG'S W/ INDIVIDUAL SPEC SECTIONS FOR GENERAL &
SUPPLEMENTARY PROVISIONS TO THE CONTRACT DOCUMENTS.

2. FOR TYP EXT WALL & ROOF CONSTR, SEE SHEET A500

3. SEE A410-SERIES SHEETS FOR EXT CW & SF FRAME SCHEDULES

4. FOR DR SCHED, SEE SHEET A404
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20'

SCALE AT FULL SIZE: 1" = 20'-0"

10'0 40' 60'
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SCALE:  1/8" = 1'-0"

LEVEL 1 FLOOR PLAN - FIELD HOUSE1

SCALE:  1/8" = 1'-0"

LEVEL 1 REFLECTED CEILING PLAN - FIELD HOUSE2

KEY PLAN:

G

SCALE:  1/8" = 1'-0"

ROOF PLAN - FIELD HOUSE3

SCALE:  1/8" = 1'-0"

BUILDING SECTION - FIELD HOUSE9

SCALE:  1/8" = 1'-0"

BUILDING SECTION - FIELD HOUSE8

ADD'L NOTES:

1. ALL INT PTN'S ARE TBE PTN TYPE G3A UNO. REFER TO A401 & A402 FOR
PTN TYPES & DTL'S

2. INT MAS PTN'S ARE TO BE 6" NOM CMU UNO

3. REFER TO G005 FOR DEVICE CONFIGURATION & TYP MGT HGT'S. COORD
DEVICES W/ MECH & ELEC, INCLUDING INT & EXT ELEV'S. WHEN DEVICE
CONFIGURATION IS NOT CALLED OUT, USE STD MTG HGT'S.

SCALE:  1/8" = 1'-0"

BUILDING ELEVATION - NORTHWEST7

SCALE:  1/8" = 1'-0"

BUILDING ELEVATION - NORTHEAST4

SCALE:  1/8" = 1'-0"

BUILDING ELEVATION - SOUTHEAST5

SCALE:  1/8" = 1'-0"

BUILDING ELEVATION - SOUTHWEST6

SCALE:  1/8" = 1'-0"

BUILDING SECTION - FIELD HOUSE10

SCALE:  1/8" = 1'-0"

FIELD HOUSE EOS11
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